The aim of this research is to study the impact of statistical moments of probability density function such as mean, standard deviation, skew of R32 flow maldistribution profile on the thermal performance of microchannel heat exchanger under superheat, and subcooling effect. A mathematical model was developed in order to analyse the influence of the statistical moments of probability density function of R32 flow maldistribution on the thermal performance of microchannel heat exchanger under superheat and sub-cooling effect. It was found that the high standard deviation and high negative skew of R32 flow maldistribution profile gave a large impact on the D of microchannel heat exchanger and can achieve up to 10%. Moreover, it was found that the heat transfer performance of microchannel heat exchanger dropped significantly when the sub-cool increases. In short, low standard deviation, high positive skew, and superheat of a flow maldistribution profile is preferred in order to minimize the performance deterioration effect. An experiment was set up to verify the mathematical model. The results from the mathematical model agreed well within 10% of the experimental data. A performance deterioration correlation related to refrigerant maldistribution under superheat and subcool was developed to provide a faster solution to design an even flow distribution heat exchanger. The proposed correlation in this research offers a quicker and simpler way to study the R32 flow maldistribution problem.
INTRODUCTION
Air conditioner contributes a large amount of total energy consumption in buildings as stated in [1] . This paper presents the continuation of the work by Chin and Raghavan [2] . Previous paper studied the impact of the moments of probability density function of air flow maldistribution on the heat transfer performance of a fin tube heat exchanger [3] . It was recommended that mean, standard deviation, and skew should be optimized in the effort of improving the thermal performance of the heat exchanger. Mao et al. [4] found that air flow maldistribution affects the deterioration of condensation capacity and refrigerant pressure drop which are 6% and 34%, respectively. However, they did not analyse the impact of refrigerant flow maldistribution. In the present research, focus is to analyse the impact of refrigerant maldistribution profile in terms of mean, standard deviation, skew, sub-cool, and superheat on the heating capacity degradation of the heat exchanger under superheat and sub-cooling effect. Nowadays, most designers are having difficulties in designing an energy efficient air conditioner, especially in optimisation of heat exchanger performance. This is due to most of the heat exchangers are facing flow maldistribution problem while a comprehensive mathematical model which can describe flow maldistribution problem is yet to remain a challenge in air-conditioning field. Ablanque et al. [1] also stated that maldistribution situation is particularly unfavourable for two-phase flows due to the possiblility of uneven phase split at each junction of the dividing manifold.
This paper studies the refrigerant maldistribution problem in microchannel heat exchanger (MCHX) which is a highly efficient air-cooled heat exchanger Kurnia and Sasmito [5] . Besides that, Kim and Bullard [6] also indicated that the heat transfer rates per unit core volume are 14% to 331% higher for microchannel condensers as compared to conventional finned round-tube condensers. Moreover, MCHX offers other advantages such as space saving and weight and refrigerant charge [7, 8] . Byun and Kim [9] found that R410A maldistribution in MCHX causes the heat transfer performance reduction by 13 .4% compared to the even flow distribution. Zou et al. [10] investigated the flow distribution in MCHX with R410A and R134a. The thermal performance degradation due to refrigerant maldistribution which was affected by header geometry and inlet conditions was simulated. The result showed that the thermal performance was reduced by up to 30% for R410A and 5% for R134a, respectively [11] . Moreover, the impact of flow maldistribution became greater in MCHX which has many micro tubes Dang and Teng [12] . This is due to the tubes are small and tends to have a relatively large manufacturing uncertainty [12] . Said et al. [13] indicated that flow maldistribution can be reduced by roughly 7.5 times by using nozzle approach. Cho et al. [14] performed a numerical study on the mass flow distribution in microchannel heat sink while Kaern and Elmegaard [15] developed a mathematical model of a fin-and-tube evaporator in the object-oriented model language and use R410a as a heat transfer medium. However, their mathematical model did not investigate the influence of the statistical moments of probability density on refrigerant (R32) flow maldistribution in MCHX. The impact of R32 on the airconditioning system should be analysed in the research as refrigerants with global warming potential (GWP) over 150 from 2011 were suspended in the application of new mobile air-conditioners [16] . This is due to the leakage of high GWP refrigerant from air conditioner which tends to increase the concentration of greenhouse gases in the atmosphere, causing the amount of absorbed infrared radiation to increase, and leading to increased atmospheric temperatures and consequent long-term climate changes [17] . Moreover, reduction in greenhouse gas emission has been discussed since the 1990s [18] .
In order to have a comprehensive analysis on the thermal performance deterioration due to flow maldistribution, the effects of higher statistical moments should be considered. Fagan [19] had performed a simulation on flow maldistribution and found that flow maldistribution profile with high standard deviations have high thermal performance deterioration. Kondo and Aoki [20] suggested to use the parameter of standard deviation when determining the thermal performance deterioration factor caused by flow maldistribution. Mondt [21] and Shah and London [22] also suggested using statistical moments such as standard deviation to determine the decrease in NTU (number of heat thermal unit) and Nusselt number. Besides that, Kaern et al. [23] conducted several experiments and haveanalysed the fin-tube evaporator coils by manipulating the superheat of the heat exchanger outlet in order to compensate the deteriotation of heat transfer performance due to flow maldistribution. Hence, it is very crucial to include the 4142 effect of superheat and sub-cool in the analysis of refrigerant maldistribution. Ryu and Lee [24] created new friction and Colburn factors for corrugated louvered fins while Villanueva and de Mello [25] generated the pressure drop and heat transfer correlations for one finned plate heat exchanger. To the best knowledge of the author, none of the researchers developed performance deterioration correlation related to refrigerant maldistribution considering superheat and sub-cool effect [26, 27] . In order to design an optimised air-conditioner system, a comprehensive analysis on refrigerant maldistribution is highlighted in order to estimate the performance deterioration of heat exchanger. Due to this, a performance deterioration correlation related to refrigerant maldistribution under superheat and sub-cool can be developed to allow designers to shorten the development time of air-conditioner with optimised heat exchanger.
METHODS AND MATERIALS
In this research, the fin pattern, number of passes and rows, and air temperature and velocity remain constant. Moreover, this research is only valid for condenser. Çakir and Çomakli [28] stated that the condenser is the component which needs to be improved compared to other components such as compressor and evaporator due to its low energy efficiency [28] . Table 1 shows the geometry configuration of condenser. In this study, the effects of tube-side maldistribution in term of standard deviation, skew, and mean were investigated. Firstly, a flow maldistribution profile which reflected the three statistical moments (mean, standard deviation and skew) was generated. In order to have a better accuracy, the surface area of the MCHX was discretised into meshes as shown in Figure 1 . The mesh size was determined by plotting a graph which is shown in Figure 2 .
The deterioration factor, D, is shown in Eq. (1).
where Qu is the heat transfer capacity for uniform refrigerant flow while Qm is the heat transfer capacity for non-uniform refrigerant flow. From Figure 2 , it was found that the degradation of heat transfer performance of MCHX caused by flow maldistribution reached a maximum value and became less susceptible when the mesh size was equivalent to 250. Hence, a mesh size of 250 (10 x 25 grids) was chosen in this mathematical model. In this study, a MCHX with 10 inlets have been chosen to simulate the refrigerant maldistribution profile. Each inlet has its own refrigerant mass flow rate value. The magnitude of these mass flow rates and their required quantities that constitute to the flow distribution profile was generated by continuous probability density functions (PDF) which can be found in Sheskin [29] .The local mass flow rate for each mesh was normalised with the mean value in the range of 0.1 to 2.0, at intervals of 0.1. 
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The heat duty, q, for each element was calculated by using the -NTU method and sum of heat duty for the entire elements yield the total exchanger heat duty. The heat thermal performance of the specific maldistribution profile and uniform distribution profile were calculated. Finally, the thermal deterioration factor of the specific maldistribution profile was calculated. The flow chart of the mathematical model is shown in Figure 3 . 
Heat Transfer Correlation
The air side heat transfer coefficient was calculated using the Colburn factor, j, recommended by Chang and Wang [30] for louvered fins. The single-phase refrigerantside Nusselt number for laminar flow was calculated using the equation provided by Subramaniam [31] .For single phase turbulent flow, the Nusselt number can be obtained by using the equation developed by Subramaniam [31] . Huber and Walter [32] claimed that Churchill's equation showed a promising result as its results were within +-10% compared to measured data. Two phase refrigerant side heat transfer correlation was calculated using the correlation developed by Mirza Mohammed Shah PhD [33] . 
Pressure Drop Correlation
The refrigerant side single phase pressure drop coefficient was calculated using the single phase pressure drop correlation introduced by Darcy's equation Mott [34] . The friction factor for laminar flow can be calculated by using the equation developed by Yang et al. [35] .The friction factor for turbulent flow can be calculated by using the equation developed by Mishima and Hibiki [36] . The refrigerant side two phase pressure drop coefficient was introduced by Mishima and Hibiki [36] . Figure 5 shows the effect of the standard deviation on the D. From the graph, it is shown that higher standard deviation has a major impact on the D. This finding is similar to the result from Chin and Raghavan [37] . Nielsen et al. [38] also stated that the effective thermal performance of heat exchanger decreased as the standard deviation increased. Shojaeefard et al. [39] indicated that flow maldistribution increment (increase of standard deviation from 0.51% to 1.77%) results in about 14% increment in pressure drop and 3.9 % decrement in capacity. The effect is due the larger deviation between the lowest and highest velocities in the flow maldistribution profiles with high standard deviation. Hence, there is a larger net reduction in heat transfer capacity due to the lower heat transfer performance caused by the lower refrigerant velocities which is supported by Chang and Wang [30] . From Figure 5 , D is almost equal to zero when the standard deviation approaches 0.1. Besides that, D reaches 3.2% when the standard deviation is high at 0.50. Figure 6 also shows that the impact of flow maldistribution on D is very high and reaches up to 10% when the skew is -1. This finding is similar to the research done by Byun and Kim [9] . 
RESULTS AND DISCUSSION
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4148 the sub-cooling region increases. This is due to the sub-cool effect became the dominant factor as the different between ambient and condenser temperature became smaller. The low temperature of refrigerant reduces the difference of temperature between ambient and refrigerant causes the performance of MCHE drops significantly. The maldistribution effect became more sensitive as the larger negative effect of lower velocity or mass flow rate caused by sub-cooling region counteracts the positive effect of higher velocity or mass flow rate. Hence, the sub-cooling effect should be analysed instead of mass flow rate as it dominates the maldistribution effect. The performance deterioration of MCHE reaches at the peak which was around 8% as the sub-cool increased. However, the maldistribution effect was reduced when the sub-cooling region became very large until the MCHE was unable to reject the heat due to the difference of temperature between ambient and refrigerant was very small. Once the temperature of refrigerant at condenser outlet reached ambient temperature, the heat transfer was negligible and approaches zero. The author called the region within this scenario as zero heat transfer region. As the zero heat transfer region of the MCHE increases, the maldistribution effect becomes less susceptible. At this stage, the sub-cool effect or the impact of difference in temperature becomes minimal causing the maldistribution effect to reduce. Figure 8 . Effect of mass flow rate on the performance deterioration.
Correlation Development
Next, the performance deterioration correlation due to refrigerant maldistribution was developed by determining the relationship between statistical moments and performance deterioration of MCHX. From Figure 8 , sub-cool becomes the dominant factor to D compared to mass flow rate. Hence, D versus normalised sub-cool was plotted in Figure  9 . In order to improve the accuracy, the author separated the correlation into two regions. Region A is those normalised sub-cool equal and more than 0.43 while region B is those normalised sub-cool less than 0.43. Normalised statistical moments such as normalised skew, standard deviation, and others which were dimensionless parameters were used in the development of performance deterioration correlation. Figure 10 shows D versus the normalised sub-cool at 0.4 of normalised standard deviation. It was found that the different skew had different value of normalised sub-cool at the peak of D. Higher skew had the peak of deterioration at high normalised sub-cool. This is due to the higher skew has large portion of high velocity causes the impact of subcool or difference of temperature slower to react on D. However, D increases and reaches the peak as the mass flow rate decreases. Hence, the author used a new parameter which was normalised sub-cool at zero skew in the performance deterioration correlation due to refrigerant maldistribution. The constants were then solved by non-linear regression analysis. The constants were then calculated by using the Datafit software [40] and the final performance deterioration correlation due to R32 refrigerant flow maldistribution under superheat and sub-cool is shown as below:
'  is normalised skew, s is the average subcool of every circuit, sat T is the saturation temperature of condenser, ambient T is the ambient temperature, ṡ' is normalised sub-cool. The proposed correlations in this research is able to analyse the maldistribution problem where the designers of HVAC (heating, ventilation, and air conditioning) system only need to insert the value of statistical moments and sub-cool into the proposed equation for a fast estimate of the deterioration factor. Hence, the development of HVAC system is quicker. Moreover, the designers are able to solve the refrigerant maldistribution easily and without using trial and error method.
Measurement of Mass Flow Rate for Each Circuit
The mass flow rate for each circuit can be obtained by using the formula which was suggested by the author. Eq. (8) shows the calculation of the mass flow rate while Eq. (9) shows the calculation of the normalised mass flow rate.
where i m  is the mass flow rate for each circuit, c is the constant value, ∆href is the difference in enthalpy for refrigerant-side (kJ/kg), ∆hair is the difference in enthalpy for air-side (kJ/kg), and i A is the surface area of each circuits.
Normalised mass flow rate,
(c is eliminated in this equation) (9) where  is the normalised mean of the mass flow rate for each circuit From the above equation, the surface area, and difference in enthalpy for both air and refrigerant of each circuit are needed to calculate the normalised mass flow rate of each circuit. It is required to measure the pressure of inlet, outlet and temperature inlet and outlet for each circuit to obtain the difference in enthalpy for refrigerant side. The entering air-side temperature for all circuit is same due to even air flow distribution. Next, the leaving temperature for each circuit is required to obtain the difference in enthalpy for air side.
Experiment Verification
An experiment was set-up to verify the mathematical model which was developed by the author. Figure 11 shows the schematic diagram of the test rig. The indoor room temperature was maintained at 27°C while the outdoor temperature was maintained at 35°C. The indoor humidity was maintained at 47% RH (Relative Humidity) while the outdoor humidity was not controlled. This was because the outdoor humidity will not affect the data as the condenser is unable remove the moisture of the room. The inlet and outlet dry-bulb (DB) and wet-bulb (WB) were measured by RTD (Resistance Temperature Detector) sensors. The wet bulb of air leaving temperature was not measured due constant humidity ration for entering and leaving condition. The specific volume of air was obtained by measuring the Dry Bulb and Wet Bulb of condenser inlet condition. The MCHE or condenser was connected to a duct. The duct was made of polyurethane slab and sealed with adhesive cloth tape to ensure no air leakage. The length of duct was around three meter to ensure the air flow entering the duct is even. The air flow rate was measured by drawing the air through the MCHX into a nozzle chamber. Finally, the heating capacity for air is calculated by using the formula which is shown in below:
where V  is the volume flow rate of air (m3/s),  1/ is the specific volume of air (m3/kg) and ∆hair is the difference in enthalpy for air side (kJ/kg).
Then, a mass flow meter (MFM) was put at the condenser outlet along the connecting pipe to measure the mass flow rate of refrigerant system. The refrigerant enthalpy leaving and entering the condenser was determined by measuring the condenser inlet and outlet pressure and the respective condenser inlet and outlet temperature. Next, the heating capacity for refrigerant for each circuit was calculated by using the formula which is shown in below:
where ̇ is mass flow rate (kg/s) while ∆href is the difference in enthalpy for refrigerantside (kJ/kg). The air side and refrigerant side capacity must agree well within 6% which is suggested by Handbook [41] . Next, the opening pulse of electronic valve control (EXV) was adjusted in order to get the heating capacity for different mass flow rates. Besides that, the opening of Brass Ball Valve (BBV) was adjusted in order to control different sub-cool and superheat value of MCHE. Twelve data were selected and compared with the simulation result from the mathematical model developed by the author. Figure 12 shows the simulated results versus the experimental results. From the result, it was found that most of the simulated data are within 10% of the experimental data. Only two points of the simulated data fells above +-10%. It was observed that those points have sub-cool value less than 2°C. According to the Ref. [42] , the measurement of capacity is valid if the sub-cool value is more than 2°C. When the value of sub-cool is less than 2°C, the 4154 measurement of total mass flow rate becomes inaccurate. The refrigerant flow through mass flow rate meter (MFM) must be fully in liquid form to ensure the measurement of mass flow rate is accurate. Hence, it is suggested to have high sub-cool value in order to ensure that the refrigerant is fully in liquid form when it passes through the MFM.
CONCLUSIONS
It was observed that flow distribution profile with high standard deviation and high negative skew gives a large impact on D of MCHX. The D can be up to 10%. Moreover, it was found that the heat transfer performance of MCHX drops significantly when the sub-cool is high. The impact of refrigerant maldistribution becomes more severe when some of the circuits are in sub-cooling region while others are in saturated region. This was due to the lower heat transfer performance arising from the smaller different between ambient and condenser temperature. Hence, the impact of maldistribution became greater and D increases. Furthermore, it was found that the superheat do not have much impact on the performance deterioration and the difference of performance deterioration factor between 24°C and 4°C superheat was only 0.1%. Additionally, a distribution profile with low standard deviation, high positive skew, high superheat, and low sub-cool is preferred in order to minimise the deterioration effect. Finally, a performance deterioration correlation related to refrigerant maldistribution under superheat and sub-cool was developed to improve the process of developing new HVAC system in term of speed and cost. 
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